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Interpretation:	APPROVED


	
	Sample Details :
	

	^
	Client's Description:
	LOCH WATER

	^
	Site:
	LOCH TAY

	^
	Point:
	FINISH

	^
	Date taken:
	10/08/2018

	
	Date received:
	[bookmark: _GoBack]10/08/2018

	^
	Sampled by:
	R PEARSON

	
	Test Details :
	



	Determination
	Result
	Units
	Test Method

	Total coliforms (MPN)
	112
	per 100mL
	PMW008

	Escherichia coli (MPN)
	9
	per 100mL
	PMW008

	Enterococci (MPN)
	7
	per 100mL
	PMW009



Opinions/Comments:
Having considered the guidance published in The Water Quality Guidance for Open Water Events and Training Sessions, I consider the microbiological water quality to be Excellent.


[image: ]Signature:



Name: Status:


Garry Ahrens BSc(Hons) Microbiologist/ Food Examiner















The above tests were performed using documented standard and in-house methods. Details of test methods and procedures will be supplied on request. All tests are included in the UKAS accreditation schedule for this laboratory unless identified by ' # '. Client provided details identified by '^'. Opinions and interpretations expressed herein are outside the scope of UKAS accreditation.
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